Connecting GT21C to Omron CJ1M controller

Make cable (PLC side is male DB9, GT side fly leads - they go to terminal strip on back of GT):
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Ensure GT is configured for proper Omron PLC (in this case Omron CJ1M) and setup port config
baud rate 19200

data length 7 bit
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Make sure port configuration is not forced to default (setup CPU switches to OFF Position)

GT help file suggests to make sure selected PLC mode is "Monitor". My GT did work but

| wasn't sure why would this affect HMI communication so | tried other settings like Run and Program and connection was still ok.

in Programming mode CPU was stopped of course so | had to change values by hand to see the changes on the HMI, but ultimately,
when PLC was restarted, GT displayed ER01. Changing mode back to Monitor fixed the problem.
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Specify Port Settings for RS232 in the Host Link Setup:

Baud Rate: 19200
Format 7,1,E
Mode Host Link
Unit Number 0
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Verify port setting (if needed assign values by hand):

D6600 0x0201
D6645 0x0001
D6646 0x0004
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Restart PLC to make sure settings are initializied




